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Permit No. WI-0036579-4

AUTHORIZATION TO DISCHARGE UNDER THE
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM

In compliance with the provisions of the Clean Water Act, as amended, the Bad River Band of

the Lake Superior Tribe of Chippewa Indians is authorized by the United States Environmental Protection

Agency, Region 5, to discharge from the treatment facility operated by Bad River Utilities designated as
the Birch Hill Stabilization Lagoon located at the Bad River Indian Reservation, Birch Hill, Ashland
County, Wisconsin (NW Y2 of NE V4 of Section 36, T47N, R2W), to Birch Hill Swamp, in accordance
with effluent limitations, monitoring requirements, and other conditions set forth in Parts I and II hereof.

This permit and the authorization to discharge shall expire at midnight, [insert ~5 years from date
of signature]. The permittee shall not discharge after the above date of expiration. In order to receive
authorization to discharge beyond the date of expiration, the permittee shall submit such information and
forms as are required by EPA no later than 180 days prior to the above date of expiration.

This permit shall become effective on the date of signature.

Signed and Dated , 2013
Draft 3/28/2013

Director, Water Division
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Treatment Plant Description:

Part 1
Part1-2
Permit No. WI-0036579-4

The application and plans indicate that the treatment facility consists of a 2-cell stabilization lagoon, the
primary cell being 2.31 acres in area and the secondary cell being 2.30 acres in area measured at the mean
operating level. It has an average influent design flow of 22,000 gallons per day. The discharge is

controlled, usually occurring during the spring and fall to Birch Hill Swamp.

The facility was built around 1985 and expanded (the addition of the second cell) in1991.

Summary of Regular Reporting

FOR INFORMATIONAL PURPOSES ONLY

Program for Mercury Status
Report

Description Due Date Location
Wastewater Discharge Quarterly: by April 21; by | Part LE.2
Monitoring Report Forms July 21; by October 21; by

and Monthly Operation January 21, each year

Report Forms

Treatment System Map By January 31, each year Part LES.C
Status until completed

Pollutant Minimization By January 31, each year Part LE.6
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PartI. A. - STABILIZATION POND MONITORING REQUIREMENTS

From the Effective Date of the permit until the Expiration Date, the permittee shall monitor the treatment
ponds as follows and shall report the information on the Monthly Operations Report (MOR) form.

1. 2 x Monthly (specify date) Notes

Odors (yes/no)

Aquatic Plants % of coverage, type)

Floating Mats (% of coverage, type)

Pond Water Depth (a)
Muskrats, Rodents, etc. (yes/no)

Dike Condition (erosion, apparent leaks, etc.)

Ice Cover % coverage)

2. Prior to Discharge (pond contents) (b)
BOD:s (mg/L) (©)
TSS (mg/L) (c)
E. coli (E. coli/100 ml) (d)
D.O. (mg/L) (e)
pH (S.U) (e)

a. Pond water depth may be reported in either feet and inches or feet and fractions of a foot.

b. Predischarge data is to be reported in the comment field of the MOR form and 1s not to be included
in the calculation of monthly averages.

c. No more than two weeks prior to a proposed discharge, a composite sample shall be collected and
shall consist of equal portions of grab samples from at least four different side locations throughout
the pond to be discharged. The grab samples shall be collected no less than 8 feet from the dike
and 1 foot below the liquid surface without agitating the bottom sediment.

d. At least one grab sample shall be collected no less than 8 feet from the dike and 1 foot below the
liquid surface without agitating the bottom sediment and applicable only during the E. coli group
organism limitation period (May 1 - Sept. 30).

e. At least one grab sample shall be collected no less than 8 feet from the dike and 1 foot below the

liquid surface without agitating the bottom sediment within 24 hours prior to the time of request for
authorization to discharge and shall be analyzed immediately
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Part L. B. - FINAL EFFLUENT LIMITATIONS AND MONITORING REQUIRFEMENTS

From the Effective Date of the permit until the Expiration Date, the permittee is authorized to discharge from Outfall 001. Such discharge
shall be limited and monitored by the permittee as specified below. The discharge is limited to a maximum drawdown rate of six (6)
inches per day from the 2.30 acre secondary cell. An effluent flow of 0.37 million gallons per day (mgd) was used for calculating loads.

QOutfall - 001 — Final

Effluent Characteristics Discharge Limitations Monitoring Requirements
Concentration (Specified Units) Quantity/Loading (Ibs/day) Measuring | Sampling Type
Frequency
Parameter Minimum | Monthly | Weekly | Maximum ; Monthly' | Weekly | Maximum Dﬂring .
: Discharge
Flow (MGD) - - - - Report Report Daily Total Daily Flow
Dissolved Oxygen (mg/L) 4.0 - - - - - - 2 x Weekly Grab
pH (SU) 6.0 - P I 9.0 ! - - - 2 x Weekly Grab
:
Total Suspended Solids (TSS) - 60 90 - i 186 278 - 2 x Weekly Grab
(mg/L) %
Biochemical Oxygen Demand - 30 45 - 93 139 - 2 x Weekly Grab
(BODs) (mg/L)
Phosphorus, Total (mg/L) Report - - - 2 x Weekly Grab
Ammonia Nitrogen (mg/L) Report - - - 2 x Weekly Grab
i
Sulfates (mg/L) Report - - - 2 x Weekly Grab
E. coli (#100ml) 35 1 - ; ) 2 x Weekly Grab
/
Mercury, Total (ng/L) Report - - - Once per Grab
discharge
event
BOD:s percent removal (%) 85 ‘ - - - - - - Monthly Calculation
TSS percent removal (%) 65 - - - ; - - - Monthly Calculation
;
Outfall observation (yes/no) - - - - Report - - Weekly Visual
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Narrative Standard
The receiving water shall contain no turbidity, color, oil films, floating solids, foams, settleable solids, or deposits as a result of
this discharge in unnatural quantities which are or may become injurious to any designated use.

Monitoring Location
Samples and measurements taken in compliance with the monitoring requirements above shall be taken at a point that is
representative of the discharge. Sampling is only required during discharge events.

Outfall Observation

Observations shall be taken at Outfall 001. Any unusual characteristics of the discharge (i.¢., unnatural turbidity, color, oil film,
floating solids, foams, settleable solids, suspended solids, or deposits) shall be reported within 24 hours to EPA by calling (312)
886-6106 followed with a written report within five (5) days detailing the findings of the investigation and the steps taken to
correct the condition.

E. coli
The E. coli limits and monitoring requirements are only applicable from May 1 to September 30, annually. The 30 day average
limit is a geometric mean (See Part [T, Section E.7.b).

Phosphorus Monitoring

Samples must be collected in a clean bottle (preferably cleaned by a certified laboratory) that was not washed with phosphate
detergent. Also, a sulfuric acid preservative must be added immediately after the sample is collected, and it must be stored at
four degrees Celsius until analysis.

Percent Removal

For the average during the discharge period, the effluent concentration shall not exceed 15% of the arithmetic mean of the value
for influent samples for CBOD; and 35% of the arithmetic mean of the value for influent samples for TSS collected during the
related treatment period (since last discharge).

Total Mercury Testing Requirements

The analytical protocol for total mercury shall be in accordance with U.S. EPA Method 1631, Revision E, “Mercury in Water by
Oxidation, Purge and Trap, and Cold Vapor Atomic Fluorescence Spectrometry”. The quantification level for total mercury
shall be 0.5 ng/l, unless a higher level is appropriate because of sample matrix interference. Justification for higher
quantification levels shall be submitted to EPA within 30 days of such determination.

The use of clean technique sampling procedures is strongly recommended. Guidance for clean technique sampling is contained
in: U.S. EPA Method 1669, Sampling Ambient Water for Trace Metals at U.S. EPA Water Quality Criteria Levels (Sampling
Guidance), U.S. EPA-821-R96-001, July 1996. Information and data documenting the permittee’s sampling and analytical
protocols and data acceptability shall be submitted to EPA upon request
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Part 1L C. - INFLUENT MONITORING REQUIREMENTS

From the Effective Date of the permit until the Expiration Date, the permittee shall monitor the treatment works” influent wastewater and report to EPA
in accordance with the following table. Samples of influent used for calculation of percent removals must be taken the same day as those samples of
effluent used for that determination.

Influent Monitoring

Influent Characteristics Discharge Limitations Monitoring Requirements
Concentration (Specified Units) Quantity/Loading (Ibs/day) Measuring | Sampling Type
_ ! . ! Frequency
Parameter Minimum | Monthly | Weekly | Maximum ¢ Monthly | Weekly | Maximum
Influent flow (MGD) - - - - Report - - Continuous Total Daily Flow
Precipitation, Total (inches) Report - - Daily Daily Total
Total

pH (SU) Report - - Report - - - 1 x quarterly Grab
Total Suspended Solids (TSS) - Report - Report - 1 x quarterly 4-Hr Composite
(mg/L)
Biochemical Oxygen Demand - Report - Report - 1 x quarterly 4-Hr Composite
(BODs) (mg/L)
Phosphorus, Total (mg/L) - Report - - Report - - 1 x quarterly 4-Hr Composite
Mercury, Total (ng/L) - - - Report - - - 1 x quarterly Grab

a. Monitoring Location

Samples and measurements taken in compliance with the monitoring requirements above shall be taken at a point that is representative of the influent.

b. Influent flow shall be measured continuously, excluding weekends and holidays. Report the total flow for the entire weekend or holiday on the first working
day following the weekend or holiday.

c. A four-hour composite sample of the influent wastestream shall be collected and analyzed at least four times a year. Samples shall be collected in the sewer
system prior to the primary cell. Unless a more representative time interval can be established, this composite shall be collected between 10:00 A M. and 2:00
P.M. A four-hour compositc sample means a combination of at least four sample aliquots of at least 100 milliliters collected at periodic intervals during the
above specified time.

d. Phosphorus Monitoring

Samples must be collected in a clean bottle (preferably cleaned by a certified laboratory) that was not washed with phosphate detergent. Also, a sulfuric acid
preservative must be added immediately after the sample is collected, and it must be stored at four degrees Celsius until analysis.
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Total Mercury Testing Requirements

The analytical protocol for total mercury shall be in accordance with U.S. EPA Method 1631, Revision E,
“Mercury in Water by Oxidation, Purge and Trap, and Cold Vapor Atomic Fluorescence Spectrometry”™.
The quantification level for total mercury shall be 0.5 ng/l, unless a higher level is appropriate because of
sample matrix interference. Justification for higher quantification levels shall be submitted to EPA within
30 days of such determination. The quarterly sampling shall be conducted in January, April, July, and
October.

The use of clean technique sampling procedures is strongly recommended. Guidance for clean technique
sampling is contained in: U.S. EPA Method 1669, Sampling Ambient Water for Trace Metals at U.S. EPA
Water Quality Criteria Levels (Sampling Guidance), U.S. EPA-821-R96-001, July 1996. Information and
data documenting the permittee's sampling and analytical protocols and data acceptability shall be submitted
to EPA upon request.

Flow will be calculated daily based upon a percentage of water produced at the pumphouse. The permittee shall
make every effort to accurately estimate what the percentage should be.

Part I.D. - SPECIAL REQUIREMENTS - STABILIZATION POND

1.

Discharge Notification

If all the predischarge sample results indicate compliance with permit limits and are
within the acceptable discharge periods (defined in D.3., below), the permittee may
proceed with discharge. It is unnecessary to contact the EPA in this case.

If predischarge sample results indicate that one or more of the permit limits will be
exceeded or if any of the discharge occurs outside acceptable discharge periods, the EPA
must be notified of the potential noncompliance prior to discharge. Call (312) 886-6106
and indicate that the call is for notification of a pond discharge.

Predischarge Sampling

Samples shall be taken from four sides of the pond and composited prior to discharge and
analyzed for permitted parameters. This sampling must be taken no more than two weeks
prior to the beginning of the discharge. If more than two weeks pass prior to the
beginning of discharge, additional predischarge samples shall be obtained and analyzed
prior to discharge.

If any of the predischarge sample results are not in compliance with the permit limits, the
EPA shall be notified. The permittee has four options:

a. Resample for only those samples not in compliance with permit limitations.

b. Take corrective measures to reduce/eliminate NPDES permit violation(s).

¢. Discharge.

d. As a last resort, operating the ponds as a continuous, flow-through discharge at
maximum design operating depth until the situation may be an option.

If the continuous discharge mode is selected, sampling must be completed twice per
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week. The Permittee may be subject to enforcement action if discharge samples indicate
a permit violation. If sample results indicate compliance, the EPA shall be notified prior
to increasing the discharge rate.

. Acceptable Discharge Periods

Acceptable Discharge Periods are March 1 through June 30 and September 1 through
December 31 except during periods of complete ice coverage (bank to bank) of the
receiving water. Please call EPA at 312-886-6106 for an emergency discharge during
periods of ice coverage.

Discharges Qutside Acceptable Discharge Periods

. For discharges outside the acceptable discharge periods with predischarge sample results
that meet all permit limits, the following action shall be taken:

i. For discharges during the period of January 1 through February 28, once the Permittee
has notified the EPA, a discharge may occur if the receiving waters are not ice-
covered. As a last resort, operating the ponds as a continuous, flow-through discharge
at maximum design operating depth until the situation may be an option. The pond
discharge shall be sampled twice per week. Within 60 days of the end of the discharge
period, an engineering report shall be submitted evaluating the situation and setting
forth a plan to resolve the continuous discharge problem in the future.

i. For discharges during the period of July 1 through August 31, once the permittee has
notified the EPA, the dilution ratio of the effluent volume to the receiving stream
volume shall be determined. The EPA method for determining the dilution ratio shall
be used. If the dilution ratio is determined to be 10:1 or greater, the permittee shall
notify the EPA and proceed with a regular discharge. When the dilution ratio is
determined to be less than 10:1, EPA shall contacted for further instructions. As a last
resort, operating the ponds as a continuous, flow-through discharge at maximum
design operating depth until the situation may be an option. The pond discharge shall
be sampled twice per week. Within 60 days of the end of the discharge period, an
engineering report shall be submitted evaluating the situation and setting forth a plan
to resolve the continuous discharge problem in the future.

. For discharges outside the acceptable discharge periods with predischarge sample results
that do not meet all permit limits, once the EPA has been notified, the permittee shall take
the following steps:

i. Resample for only those samples not in compliance with permit limitations.
i1. If still in violation, take corrective measures to reduce/eliminate NPDES permit
violation(s), including chemical addition. Copper sulfate is not allowed. If the next

pre-discharge sample, indicates that all permit limits can be met, the appropriate
procedures outlined in D .4 .a. shall be implemented. If not, the permittee shall notify

ED_004817A_00000859-00008



Part1
PartI-9
Permit No. WI-0036579-4

the EPA and complete the steps outlined in D.4.b.iv.
iii. Discharge if an adequate dilution ratio is available and the receiving water is free of
ice-cover.

iv. As a last resort, operating the ponds as a continuous, flow-through discharge at
maximum design operating depth until the situation may be an option. The pond
discharge shall be sampled twice per week. If any of these samples indicate that the
discharge meets all permit limits, the appropriate procedures outlined in D.4.a. can be
implemented. At any time during this option, corrective measures may also be taken.
Within 60 days of the end of the discharge period, an engineering report shall be
submitted evaluating the situation and setting forth a plan to resolve the continuous
discharge problem in the future.

If a decision is made to discharge, the permittee may be subject to enforcement action if
discharge samples collected during discharge indicate a NPDES permit effluent violation.

5. Discharge Rate

Discharge rate shall be limited so as not to create a shock load on the receiving waters
nor disturb the pond bottom sediment in the area of the intake of the outfall structure. In
no case shall the drawndown rate exceed 6 inches per day. During all periods of
discharge, pond levels shall be measured to the nearest inch and recorded daily. The
discharge rate may have to be reduced to less than the customary six inches per day in
order to obtain an adequate dilution ratio.

Part I.E. - SPECIAL CONDITIONS
1. Representative Samples

Representative samples and measurements taken as required herein shall be
representative of the volume and nature of the monitored discharge.

2. Reporting

The permittee shall record all monitoring results required by Part LA, Part I.B and Part
LC on Discharge Monitoring Report (DMR) forms and Monthly Operation Report
(MOR) forms. One form of each shall be used for each month whether or not a discharge
occurred during the month.

The permittee shall report monitoring results below the reporting limit (RL) of a
particular instrument as “<* the value of the RL. For example, if an instrument has a RL
of 0.1 mg/L and a parameter is not detected at a value of 0.1 mg/L or greater, the
concentration shall be reported as “<0.1 mg/L.” “Non-detected”, “undetected”, “below
detection limit” and “zero” are unacceptable reporting results, and are permit reporting
violations.
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The DMR form shall be mailed to EPA, and a copy mailed to the WDNR* on a quarterly
basis, and postmarked no later than the 21st day of the month (April, July, October,
January) following the quarter for which the monitoring was completed. By requiring
that the forms be mailed to the WDNR, it shall be clear that the EPA, by this condition, in
no way intends that the sovereign right of self-government of the Bad River Band of the
Lake Superior Tribe of Chippewa Indians be eroded, in any manner. This requirement
should not be viewed, and is not intended, as authority for the State to impose any of its
laws upon the Bad River Band of the Lake Superior Tribe of Chippewa Indians. The Bad
River Band of the Lake Superior Tribe of Chippewa Indians has not waived its sovereign
immunity with respect to any claims brought by any person, including but not limited to
the State of Wisconsin, under state law. The permittee shall retain a copy of all reports
submitted. All reports shall be mailed to:

U.S. Environmental Protection Agency

Water Enforcement & Compliance Assurance Branch
Attention: Branch Chief - WC-15J

77 West Jackson Boulevard

Chicago, Hllinois 60604

Bad River Tribe’s Natural Resources Department
Attn: Water Resources Specialist

P.O. Box 39

Odanah, W1 54861

wqs@badriver-nsn.gov

Wisconsin Department of Natural Resources
Spooner District Office:

810 W. Maple

Spooner, WI 54801

* Sending DMR and MOR forms to the WDNR is not a permit requirement. EPA
requests that the permittee send copies to the WDNR as a courtesy.

3. Additional Maintenance

In addition to the requirements of Part II, Section B.1, the permittee shall ensure that
vegetation on the dikes is cut and the dikes are maintained.

4. Disinfection

If it becomes evident from the monitoring data that the treatment system cannot
consistently produce the required effluent quality for E. coli, the permittee shall for the
next controlled discharge install and use disinfection facilities, or otherwise make such
alterations and additions to the system or provide controls, as may be necessary to
conform with the effluent limit.
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5. Operation and Maintenance Plan

The permittee shall at all times properly operate and maintain all facilities and systems of
conveyance, treatment and control which are installed or used by the permittee to operate
the treatment works and achieve and maintain compliance with the conditions of this
permit. The requirements below are the first steps of an asset management program
which contains goals of effective performance, adequate funding, adequate operator
staffing and training. Asset management is a planning process that ensures that you get
the most value from each of your assets and have the financial resourgés. to rehabilitate
and replace them when necessary, and typically includes five core glements which
identify: 1) the current state of the asset; 2) the desired level of gérvice (e.g., per the
permit, or for the customer); 3) the most critical asset(s) to rformance 4) the

contain the additional requirements to complete tion of the O&M Plan into a
full-featured asset management program appropri he permitted wastewater works.
as possible but no

t the éddre.ss.below The permlttee shall notify the EPA, in
s in certification or contract status within 30 days of the

with thlsvvpermit.

c. Treatment System Map. As soon as possible but no later than the expiration date of
the permit, the permittee shall complete a map of the system service area showing
the sewer collection system it owns and operates including the wastewater treatment
system or point of exit from the Tribal system if final treatment is at a non-Tribal
facility. The map shall be of sufficient detail and at a scale to allow easy
interpretation. The treatment system information shown on the map shall be based
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on current conditions and shall be kept up to date and available for review by federal
agencies. Concurrently, the permittee should consider the accumulation of asset
characterization data into a database for all principle assets inventoried and
illustrated, to supplement asset information consistent with the map. Such map(s)
shall include, but not be limited to the following:

i. All sanitary sewer lines and related manholes;
il. All outfalls of the system or the treatment plant outfall(s),
iii. All pump stations and force mains; '

iv. The wastewater treatment facility(ies);
V. All surface waters (labeled),
V1. Other major appurtenances such as inverted
valves;
Vil. A numbering system which uniquely 1
overflow points, regulators and outfall
viil. The scale and a north arrow; and
ix. The pipe diameter, date of install:

manholes and, invert elevations a te Tocations, and the direction of

flow.
On or before January 31, 2014, and annually theré: tit.the collection system
map is completed, the permittee shall submlt arep he
to EPA at the address belo ¢

the work done in the previo

est J ackson Blvd.
200 1111n01s 60604

00N as poss1ble but no later than 12 months from the effecme
develop and begin implementing a preventive maintenance

st of at a minimum;

i A method of periodic inspection, lubrication, adjustment and/or other
servicing of machinery, equipment and structures.

1. A record of repairs, alterations and replacements.

iil. A method of cost accounting and budgeting for the different parts of the

preventative maintenance program.
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e. User Fees. If the permittee has not already done so, the permittee shall as soon as
possible but no later than 12 months from the effective date of the permit, establish
connection fees and user rates and collect such charges from individuals served by
the system as are necessary to sustain the operation, maintenance, and repair of the
Birch Hill Stabilization Lagoon sewerage systems. Fee structures must address both
repairs and replacements, for both short-lived mechanical assets and long-lived fixed
structural assets. Alternatively, the permittee may provide this revenue from another
dedicated revenue source. The Operation & Maintenance plan shall indicate which
revenue source(s) are being used and how these contributions are:allocated to
categories of operation, maintenance, repairs, and replaceme

possible but no later than 12 months from the effective da ermit, enact and enforce
appropriate ordinances or regulations governing: ( -

1 of each year following the start of implementation of the
Program, the permittee shall submit a status report for the
sear to EPA that includes 1) the monitoring results for the previous
hst of poten‘ual mercury sources, and 3) a summary of all actions

submitted to:

U.S. Environmental Protection Agency
Water Division — NPDES Program Branch
Attention: Tribal Team Leader - WN-16J
77 West Jackson Blvd.

Chicago, Hllinois 60604
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Bad River Tribe’s Natural Resources Department
Attn: Water Resources Specialist

P.O. Box 39

Odanah, W1 54861

wqs@badriver-nsn.gov

7. Industrial Waste Pretreatment Program

'ER Part 403 to
iption of the

s or disposal, which
federal, state, or

a.  The permittee shall comply with all applicable requirements 40
prevent any pass through of pollutants or any inhibition or di
permittee’s facility, its treatment process, or its sludge pr
contributes to the violation of the conditions of this p
local law or regulation.

b.  The permittee shall prohibit the discharge of t
treatment facility:

1.
iii.
iv.

t limited to, wastestreams with a closed cup with a flashpoint
' C (140 degrees F) using the test methods specified in 40

id or viscous pollutants in amounts which will cause obstruction to the flow
in the sewerage system resulting in interference;

viii. any pollutant, including oxygen demanding pollutants (BOD, etc.) released in
a discharge at a flow rate and/or pollutant concentration which will cause

interference with the treatment plant;

ix. heat in amounts which will inhibit biological activity in the treatment plant
resulting in interference, but in no case, heat in such quantities that the
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temperature at the treatment plant exceeds 40 degrees C (104 degrees F) unless
the EPA Region 5 Water Division Director, upon request of the permittee,
approves alternate temperature limits;

x. pollutants which result in the presence of toxic gases, vapors, or fumes within
the sewerage system in a quantity that may cause acute worker health or safety
problems;

xi. petroleum oil, nonbiodegradable cutting oil, or products of gitineral oil origin in

amounts that will cause interference or pass through;
Xil.
permittee;

xiii. pollutants which violate categorical standat
Subchapter N; and

xiv. pollutants which violate local limi
403.5(c).

water to the WWTF shall be
an infiltration/inflow analysis an
for such removal.

uirements set forth in this permit, or any applicable federal, state, or local
law or regulation. These requirements shall be applied to SIUs by means of an
individual control mechanism.

it. The permittee shall make no agreement with any user that would allow the user
to contribute an amount or strength of wastewater that would cause violation of
any limitation or requirement in this permit, or any applicable federal, state, or
local law or regulation.
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g Monitoring of Significant Industrial Users - The permittee shall obtain from SIUs
specific information on the quality and quantity of the SIUs discharges to the
permittee’s POTW. Except where specifically requested by the permittee and
approved by EPA, this information shall be obtained by means of representative
monitoring conducted by the permittee or by the SIU under requirements imposed by
the permittee in the SIU’s individual control mechanism. Monitoring performed to
comply with this requirement shall include all pollutants for which the SIU is
significant and shall be done at a frequency commensurate with the significance of
the SIU.

h. Reporting and Notification

i.  If a SIU discharges to the POTW during a give
shall submit a Pretreatment Annual Report {of
January 31 of the following year. The Pr
include:

A. the name, address, and telephone
pretreatment contact, and the names
individuals who should be contacted rega
program;

one numbers of any other
i ts of the pretreatment

a description of chang

s by industrial users of any requirements imposed by the
, and enforcement actions taken against industrial users by the

adescription of any interferences, upsets or operational problems at the
facility, and any increased or unusual levels of pollutants discharged or
contained in sludge. The description shall include an evaluation of possible
causes and an assessment of the effectiveness of the pretreatment program
in preventing interference, pass-through of pollutants, and contamination of
sludge.

ii. The permittee shall notify the EPA in writing of any:
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A. SIU of the permittee’s POTW which has not been previously disclosed to
the EPA;

B. anticipated or actual changes in the volume or quality of discharge by an
industrial user that could result in the industrial user becoming an SIU as
defined in this permit; or

C. anticipated or actual changes in the volume or quality of discharges by a
STU that would require changes to the STU’s individual £ontrol mechanism.

This notification shall be submitted as soon as posst d, where changes are

proposed, must be submitted prior to changes being

discha

| required
g for approval:

iii. Upon notifying the EPA of a SIU or change }
above, the permittee shall submit the foll

A. the control mechanism that will b

2

B. acharacterization of the SIU’s discharg

C. aload balance for ollutants for which the SIU is significant, showing
the derivation of th 1o.be applied to the SIU and the loading to the
treatment works by the rs of the treatment works; and

8. Sludge Disposal Requirements

a. During the term of this permit, it is not expected that sludge/solids will have to be
removed from the treatment system for use or disposal. If, however, sludge/solids
has to be removed during the term of this permit, thirty days prior to the removal of
any sludge/solids from the treatment system, the permittee shall inform in writing,
EPA at the address below its method of sludge disposal. The information shall
include any and all contracts, agreements, schedules, and any other information that
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may be relevant to the disposal of sludge. The permit may be modified with public
notice, to include additional requirements.

U.S. Environmental Protection Agency, Region 5
Water Division — NPDES Programs Branch
Attention: Tribal Team Leader - WN-16J

77 West Jackson Blvd.

Chicago, Illinois 60604

Bad River Tribe’s Natural Resources Department
Attn: Water Resources Specialist
P.O. Box 39

Odanah, W1 54861

wqgs@badriver-nsn.gov

tants more frequently than required by the
edures approved under 40 CFR Parts 136 or 503, the results
included in the reporting data submitted to the Agency.

y with existing federal regulations governing sewage
osal and shall comply with all existing applicable regulations in
which the sewage sludge is actually used or disposed.

may be reopened to incorporate any applicable standards for sewage
r disposal promulgated under Section 405(d) of the CWA.

i.  The permittee shall comply with standards for sewage sludge use or disposal
established under Section 405(d) of the CW A within the time provided in the
regulations that establish the standards for sewage sludge use or disposal even if the
permit has not been modified to incorporate the requirement.
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j.  The permittee shall ensure that the applicable requirements in 40 CFR Part 503 are
met when the sewage sludge is applied to the land, placed on a surface disposal site,
or fired in a sewage sludge incinerator.

k  The permittee shall not store sludge onsite or offsite for more than two years
without an approved plan for use or disposal.

9. Sulfates

“1mifs or conditions
this permit indicate

The permit may be modified, if deemed necessary, to include efflu
for sulfates if information generated as a result of the conditions

10. Ammonia Nitrogen

The permit may be modified, if deemed necessary t

for Ammonia Nitrogen if information generated as
permit indicate presence of this pollutant in the
water quality standards for Ammonia Nitrogen w

fevels above the Tribe’s
become effective.

ED_004817A_00000859-00019



PARTII
STANDARD CONDITIONS FOR NPDES PERMITS

ECTION A, GENERAL DITI

1. Duty to Comply

The permittee must comply with all conditions of this permit. Any permit noncompliance constitutes a violation of
the Clean Water Act and is grounds for enforcement action, for permit termination, revocation and reissuance, or
modification; or for denial of a permit renewal application.

Operators must comply with effluent standards or prohibitions established under CW A se
pollutants within the time provided in the regulations that establish these standards, evesi
been modified to incorporate the requirement. See also paragraph A5 below.

¢ permit has not yet

2. Penalties for Violations of Permit Conditions

ncgiwith the
5 corrected in

d below in ac
1996, pp. 69359693
n Improvement A

EPA will periodically adjust for inflation the civil and administrative pe
Civil Monetary Penalty Inflation Adjustment Rule (61 FR 252, Dece
62 FR 54, March 20, 1997, pp.13514-13517) as mandated by the
rule allows EPA’s penalties to keep pace with inflation. The A
every 4 years thereafter and to adjust them as necessary for inflation
administrative penalties following were adjusted for inflation starting 1

131

a. Criminal Penalties

(1) Negligent Violations. The CW
implementing sections 301, 302, 306, 3
not less than $2,500 nor more than $25.0

subject to criminal pe
more than two year

at‘any person who knowingly violates permit conditions
8, 318, or 405 of the Act is subject to a fine of not less
,000 per day of violation, or by imprisonment for not more than 3 years,
nd or subsequent conviction for a knowing violation, a person will be

ore than $100,000 per day of violation, or imprisonment of not

years, or both. An organization, as defined in section 309(c)(3)(B)(iii) of the Act, will, upon conviction
of violating the imminent danger provision, be subject to a fine of not more than $1,000,000 and can
fined up to $2,000,000 for second or subsequent convictions.

(4) False Statement. The CW A provides that any person who falsifies, tampers with, or knowingly
renders inaccurate any monitoring device or method required to be maintained under this permit will,
upon conviction, be punished by a fine of not more than $10,000, or by imprisonment for not more than
2 years, or both. If a conviction of a person is for a violation committed after a first conviction of such
person under this paragraph, punishment is a fine of not more than $20,000 per day of violation, or by
imprisonment of not more than 4 years, or both. The Act further provides that any person who
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knowingly makes any false statement, representation, or certification in any record or other document
submitted or required to be maintained under this permit, including monitoring reports or reports of
compliance or noncompliance will, upon conviction, be punished by a fine of not more than $10,000 per
violation, or by imprisonment for not more than 6 months per violation, or by both. (See Section
309(c)(4) of the Clean Water Act).

b. Civil Penalties. The CWA provides that any person who violates a permit condition implementing sections
301, 302, 306, 307, 308, 318, or 405 of the Act is subject to a civil penalty not to exceed the maximum
amounts authorized by Section 309(d) of the Act and the Federal Civil Penalties Inflation Adjustment Act
(28 U.S.C. 2461 note) as amended by the Debt Collection Improvement Act (31 U.S.C. 3701 note)
(currently $37,500 per day for each violation).

mit condition
4o an administrative

¢.  Administrative Penaltics. The CW A provides that any person who violate
implementing sections 301, 302, 306, 307, 308, 318, or 405 of the Act is
penalty, as follows:

(1) Class I Penalty. Not to exceed the maximum amounts au
the Federal Civil Penalties Inflation Adjustment Act (28 U g

Collection Improvement Act (31 U.S.C. 37
which the violation continues, with the m:
$157,500).

3. Duty to Mitigate

The permittee shall take all reasonal
has a reasonable likelihood of ad

4. Permit Modification

After notice and opportunity for
described in 40 C

welfare.

If the permittee believes that any past or planned activity would be cause for modification or revocation and
reissuance under 40 CFR 122.62, the permittee must report such information to the Permit Issuing Authority. The
submittal of a new application may be required of the permittee. The filing of a request by the permittee for a permit
modification, revocation and reissuance, or termination, or a notification of planned changes or anticipated
noncompliance, does not stay any permit condition.
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5. Toxic Pollutants

Notwithstanding Paragraph A-4, above, if a toxic effluent standard or prohibition (including any schedule of
compliance specified in such effluent standard or prohibition) is established under Section 307(a) of the Act fora
toxic pollutant which is present in the discharge and such standard or prohibition is more stringent than any
limitation for such pollutant in this permit, this permit shall be modified or revoked and reissued to conform to the
toxic effluent standard or prohibition and the permittee so notified.

6. Civil and Criminal Liability

Except as provided in permit conditions on "Bypassing” Part 11, Section B, Paragraph B-3
shall be construed to relieve the permittee from civil or criminal penaltics for noncomplig

g in this permit

~

7. Oil and Hazardous Substance Liability

Nothing in this permit shall be construed to preclude the institution of any 1
any responsibilities, liabilities, or penalties to which the permittee is or

8. State/Tribal Laws
Nothing in this permit shall be construed to preclude the instituti

any responsibilities, liabilities, or penalties established pursuant to ar
under authority preserved by Section 510 of the Act.

le State/Tribal law or regulation

9. Property Rights

The issuance of this permit does not convey any pro
authorize any injury to private property or any inva
Tribal, or local laws or regulations.

1y sort, orgny exclusive privileges, nor does it
/| r any infringement of Federal, State,

10. Onshore or Offshore Cons

This permit does not authori et i y onshore or offshore physical structures or facilities

The permittee shall fi ¢ Permit Issuing Authority, within a reasonable time, any information which the
Permit Issuing Authori request to determine whether cause exists for modifying, revoking and reissuing, or
terminating this permit &fto determine compliance with this permit. The permittee shall also furnish to the Permit

Issuing Authority, upon request, copies of records required to be kept by this permit.

13. Right of Appeal
Within thirty (30) days of receipt of notice of a final permit decision, the permittee may petition the Environmental

Appeals Board to review any condition of the permit decision provided the permittee provided comments during the
public notice period. The petition should be sent to the following address:
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Environmental Appeals Board, MC 1103B
U.S. Environmental Protection Agency
Ariel Rios Building
1200 Pennsylvania Avenue, N.W.
Washington, DC 20460

The petition shall include a statement of the reasons supporting that review in accordance with 40 CFR 124.19(a).

ECTIONB, OPERATION AND MAINTENANCEOFPOLLUTI TROL

1. Proper Operation and Maintenance

The permittee shall at all times properly operate and maintain all facilities and syste
related appurtenances) which are installed or used by the permittee to achieve comp
permit. Proper operation and maintenance also includes adequate laboratory con
assurance procedures. This provision requires the operation of back-up or
which are installed by a permittee only when the operation is necessary t
the permit.

treatment and control (and
2with the conditions of this

2. Need to Halt or Reduce Not a Defense

It shall not be a defense for a permittee in an enforcement action that

have been necessary to halt or reduce
the permitted activity in order to maintain compliance with the conditi i

his permit

3. Bvpass of Treatment Facilities

a. Definitions

(1) "Bypass means the intentional diversion
is not a designed or establi

(2) "Severe property
facilities whic

fritenance to assure efficient operation. These bypasses are not subject to
and d. of this section.

notice, if possible at least ten 10 days before the date of the bypass, including an evaluation of the
anticipated quality and effect of the bypass.
(2) Unanticipated bypass. The permittee shall submit notice of an unanticipated bypass as required in
Section D, Paragraph D-8 (24-hour notice).

d. Prohibition of bypass.

(1) Bypass is prohibited and the Permit Issuing Authority may take enforcement action against a permittee
for bypass, unless:
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(a) Bypass was unavoidable to prevent loss of life, personal injury, or severe property damage;

(b) There were no feasible alternatives to the bypass, such as the use of auxiliary treatment facilitics,
retention of untreated wastes, or maintenance during normal periods of equipment downtime.
This condition is not satisfied in the exercise of reasonable enginecring judgment to prevent a
bypass which occurred during normal periods of equipment downtime or preventive maintenance;
and

(¢) The permittee submitted notice as required under Paragraph ¢. of this section.

(2) The Permit Issuing Authority may approve an anticipated bypass, after consi
if the Permit Issuing Authority determines that it will meet the three conditig;
Paragraph d. (1) of this section.

its adverse effects,

4. Upsets

"Upsets" means an exceptional incident in which there is unintentional a
technology based permit effluent limitations because of factors bevond ¢
upset does not include noncompliance to the extent caused by ope
facilities, inadequate treatment facilities, lack of preventive maintg
upset constitutes an affirmative defense to an action brought fi
limitation if the requirements of 40 CFR 122 .41(n)(3) are met.

5. Removed Substances

This permit does not authorize discharge of soli
of treatinent or control of wastewater to waters 6t

pollutants removed in the course
cally limited in Part 1.

SECTION €. MONITORING AND RECORDS

1. Representative Sampling

Samples and measuremen
monitored discharge. A

measurement d
he accuracy a

methods consistent with accepted scientific practices shall be selected
and used to in iability of measurements of the volume of monitored discharges. The devices
shall be installed, i
accepted capability
deviation of less than nt from the true discharge rates throughout the range of expected discharge
volumes. Once-through enser cooling water flow which is monitored by pump logs, or pump hours meters as
specified in Part I of thig permit, and based on the manufacturer's pump curves, shall not be subject to this
requirement. Guidance in selection, installation, calibration, and operation of acceptable flow measurements devices

can be obtained from the following references:
a. "A Guide of Methods and Standards for the Measurement of Water Flow", U.S. Department of Commerce,
National Bureau of Standards, and Special Publication 421, May 1975, 97 pp. (Available from the U.S.
Government Printing Office, Washington, D.C. 20402. Order by SD Catalog No. C13.10:421.)

b. "Water Measurement Manual", U.S. Department of Interior, Bureau of Reclamation, Second Edition,
Revised Reprint, 1974, 327 pp. (Available from the U.S. Government Printing Office, Washington, D.C.
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20402. Order by Catalog No. 127.19/2:W29/2, Stock No. S/N 24003-0027.)

¢. "Flow Measurement in Open Channels and Closed Conduits", U.S. Department of Commerce, National
Bureau of Standards, NBS Special Publication 484, October 1977, 982 pp. (Available in paper copy or
microfiche from National Technical Information Service (NTIS), Springfield, VA 22151. Order by NTIS
No. PB-273 535/58T.)

d. "NPDES Compliance Flow Measurement Manual", U.S. Environmental Protection Agency, Office of
Water Enforcement, Publication MOD-77, September 1981, 135 pp. (Available from the General Services
Building 41, Denver Federal Center, Denver, CO 80225.)

3. Monitoring Procedures

Monitoring must be conducted according to test procedures approved under 40 C uniess other test

procedures have been specified in this permit.

4. Retention of Records

The permittee shall retain records of all monitoring information, ir ibrati i ce records
and all original strip chart recordings for continuous monitoring
this permit, and records of all data used to complete the applicat
from the date of the sample, measurement, report or application. Thi
Authority at any time.

may be extended by the Permit Issuing

5. Records Contents

Records of monitoring information shall includs

a. The date, exact place, and time of sampling or

6.

The permittee shall
credentials and other

t Issning Authority, or an authorized representative, upon the presentation of
as may be required by law, to:

a. Enter upon the pérmittee's premises where a regulated facility or activity is located or conducted, or where
records must be kept under the conditions of this permit;

b. Have access to and copy, at reasonable times, any records that must be kept under the conditions of this
permiit;

¢. Inspect at reasonable times the facilities, equipment (including monitoring and control equipment), practices,
or operations regulated or required under this permit; and
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d. Sample or monitor at reasonable times, for the purposes of assuring permit compliance or as otherwise
authorized by the Clean Water Act, any substances or parameters at any location.

SECTIOND. REPORTING REQUIREMENTS

1. Change in Discharge

The permittee shall give notice to the Permit Issuing Authority, as soon as possible, of any planned physical
alterations or additions to the permitted facility. Notice is required only when:

a. The alteration or addition to a permitted facility may meet one of the criteria for de
facility is a new source; or

b. The alteration or addition could significantly change the nature or increase
discharged. This notification applies to pollutants which are subject neithy
permit, nor to notification requirements under Section D, Paragraph

2. Anticipated Noncompliance

The permittee shall give advance notice to the Permit Issuing Au
change in the permitted facility or activity which may result in g
maintenance of facilities, which might necessitate unavoidable interrit
quality, shall be scheduled during noncritical water quality periods and
Permit Issuing Authority.

peration and degradation of cffluent
d out in a manner approved by the

3. Transfer of Ownership or Control

a. The permittee notifies the P
proposed transfer date;

If the permittee monitofsany pollutant more frequently than required by this permit, using test procedures approved
under 40 CFR 136 or as specified in this permit, the results of this monitoring shall be included in the calculation and
reporting of this data submitted in the Discharge Monitoring Report (DMR). Such increased frequency shall also be
indicated.

6. Averaging of Measurements

Calculations for limitations which require averaging of measurements shall utilize an arithmetic mean unless
otherwise specified by the Permit Issuing Authority in the permit.
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7. Compliance Schedules

Reports of compliance or noncompliance with, or any progress reports on, interim and final requirements contained
in any compliance schedule of this permit shall be submitted no later than 14 days following each schedule data.
Any reports of noncompliance shall include the cause of noncompliance, any remedial actions taken, and the
probability of meeting the next scheduled requirements.

8. Twentyv-Four Hour Reporting

The permittee shall orally report any noncompliance which may endanger health or the environment, within 24 hours
from the time the permittee becomes aware of the circumstances by calling (312) 886-610 ritten submission
Ces to the following

address:

U.S. Environmental Protection Agency
Water Enforcement & Compliance As
Attention: Branch Chief - WC-15J
77 West Jackson Boulevard
Chicago, llinois 60604

Bad River Tribe’s Natural B
Attn: Water Resources Spetialis

P.O.Box 39
Odanah, W1 54861
wasdbadriv 1,20V

ause; the period of noncompliance,
. the anticipated time it is expected to

made.

The following violations s
environment.

information listed in P

10. Changes In Discharpes of Toxic Substances

The permittee shall notify the Permit Issuing Authority as soon as it knows or has reason to believe:
a. That any activity has occurred or will occur which would result in the discharge, on a routine or frequent
basis, of any toxic substance(s) (listed at 40 CFR 122, Appendix D, Table 1T and IIT) which is not listed in
the permit, if that discharge will exceed the highest of the following "notification levels":

(1) One hundred micrograms per liter (100 ug/L);
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(2) Two hundred micrograms per liter (200 ug/L) for acrolein and acryvlonitrile; five hundred micrograms
per liter (500 ug/L) for 2, 4-dinitrophenol and for 2 methyl-4,6-dinitrophenol; and one milligram per
liter (1 mg/L) for antimony; or

(3) Five (5) times the maximum concentration value reported for that pollutant(s) in the permit application.

b. That any activity has occurred or will occur which would result in any discharge, on a non-routine or
infrequent basis, of a toxic pollutant (listed at 40 CFR 122, Appendix D. Table II and III) which is not
limited in the permit, if that discharge will exceed the highest of the following "notification levels":

(1) Five hundred micrograms per liter (500 ug/L);

(2) One milligram per liter (1 mg/L) for antimony; or

(3) Ten (10) times the maximum concentration value reported for that p the permit application.

11. Changes In Discharges of Toxic Substances by Indirect Users

All Publicly Owned Treatment Works (POTWs) must provide ade
following:

hority of the

a. Any new introduction of pollutants into the POTW from an
section 301 or 306 of the Act if it were directly discharging tho

scharger which would be subject to
Iutants; and

b. Any substantial change in the volume or character of pollutams being d into that POTW by a

12. Duty to Reapply

If the permittee wishes t

All applications, report$; ot information submitted to the Permit Issuing Authority shall be signed and certified.
a. All permit applications shall be signed as follows:

(1) For a corporation: by a responsible corporate officer. For the purpose of this Section, a responsible
corporate officer means (1) a president, secretary, treasurer, or vice president of the corporation in
charge of a principal business function, or any other person who performs similar policy - or decision
making functions for the corporation; or

(2) The manager of one manufacturing production or operating facility employing more than 250 persons or
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having gross annual sales of expenditures exceeding 25 million (in second quarter 1980 dollars), if
authority to sign documents has been assigned or delegated to the manager in accordance with corporate
procedures.

(3) For a partnership or sole proprictorship: by a general partner or the proprietor, respectively; or

(4) For a municipality, State, Federal, or other public agency; by cither a principal executive officer or
ranking elected official.

b. All reports required by the permit and other information requested by the Permit Issuing Authority shall be
signed by a person described above or by a duly authorized representative of that A person is duly
authorized representative only if:

(1) The authorization is made in writing by a person described above;

(2) The authorization specifies either an individual or a position ha the overall
operation of the regulated facility or activity, such as the pos

a well field, superintendent, position of equivalent responsil
overall responsibility for environmental matters for th

may thus be either a named individual or any individy

ant manage

(3) The written authorization is submitted to the Permit Iss

¢. Certification. Any person signing a document under paragraphs (a)
following certification:

"1 cerlify under penalty of law that 1his doc :
isioni ' lified personnel properly gather and

: son or persons who manage the system,
or those persons dlrectly i nformation, the information submitted is. to the best
of my knowledge and bel; o \ plete. I am aware that there are significant penalties
inge ibility of fine and imprisonment for knowing

The Regional Administr: f EPA Region 5 or his designee, unless at some time in the future the Tribe receives
authority to administer the NPDES program and assumes jurisdiction over the permit; at which time, the
Director/Chairman of the Tribal program receiving authorization becomes the issuing authority.

2. Act

"Act" means the Clean Water Act (formerly referred to as the Federal Water Pollution Control Act) Public Law 92-
500, as amended, 33 U.S.C. 1251 et seq.
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Mass/Day Mecasurements

a. The "30-day average discharge" is defined as the total mass of all daily discharges sampled and/or measured
during a consecutive 30 day period on which daily discharges are sampled and measured, divided by the
number of daily discharges samples and/or measured during such period. It is therefore, an arithmetic mean
found by adding the weights of the pollutant found cach day of the consecutive 30 day period and then
dividing this sum by the number of days the tests were reported. The limitation is identified as "Daily
Average" or "30-day Average" in Part I of the permit and the average monthly discharge value is reported in
the " Average" Column under "Quantity” on the Discharge Monitoring Report (DMR).

b. The "7-day average discharge” is defined as the total mass of all daily discharges s d.and/or measured

during a consecutive 7 day period on which daily discharges are sampled and meag ed by the
number of daily discharges sampled and/or measured during such period. It i refore an arithmetic mean
found by adding the weights of pollutants found each day of the consecuti riod and then dividing

this sum by the number of days the tests were reported. This limitation i
Part I of the permit and the highest average weekly discharge value i
under "Quantity" on the DMR.

¢. The "maximum daily average" is the total mass (weight) of
only one sample is taken during any calendar day, the weig
daily discharge". This limitation is identified as "Daily
such value recorded during the reporting period is reported in
the DMR.

d. The "average annual discharge" is defined
during the calendar year on which daily dj

s sampled and/or measured
, divided by the number of daily

dlscharge value is reporlcd i
shall be submitted in Januag

r samples collected during a consecutive 30 day period. This limitation is
" or "Daily Average" in Part I of the permit and the average monthly

b. The "7-day avera; centration”, other than for E. coli bacteria, is the sum of the concentrations of all daily
discharges sampled and/or measured during a consecutive 7 day period on which daily discharges are
sampled and measured divided by the number of daily discharges sampled and/or measured during such
period (arithmetic mean of the daily concentration value). The daily concentration value is equal to the
concentration of a composite sample or in the case of grab samples is the arithmetic mean (weighted by flow
value) of all the samples collected during that calendar day. The 7-day average count for E. coli bacteria is
the geometric mean of the counts for samples collected during a consecutive 7 day period. This limitation is
identified as "7-day Average" in Part I of the permit and the highest 7-day average concentration value is
reported under the "Maximum" column under "Quality" on the DMR.

¢. The "maximum daily concentration” is the concentration of a pollutant discharge during a calendar day. Itis
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identified as "Daily Maximum" in Part I of the permit and the highest such value recorded during the
reporting period is reported under the "Maximum" column under "Quality” on the DMR.

d. The "average annual concentration", other than for E. coli bacteria, is the sum of the concentrations of all daily
discharges sampled and/or measured during a calendar year on which daily discharges are sampled and
measured divided by the number of daily discharges sampled and/or measured during such vear (arithmetic
mean of the daily concentrationvalues). The daily concentration value is equal to the concentration of a
composite sample or in the case of grab samples is the arithmetic mean (weighted by flow value) of all
samples collected during that calendar day. The average yearly count for E. coli bacteria is the geometric
mean of the counts for samples collected during a calendar year. This limitation is identified as " Annual
Average" in Part I of the permit and the average annual concentration value is repo er the "Average"
column under "Quality" on the DMR. The DMR for this report shall be submitte \
reporting year.

5. Other Measurements

a. The effluent flow expressed as M°/day (MGD) is the 24 hour averag

"Quantity" on the DMR.

b. An "instantaneous flow measurement” is a measure of flow t:
sample and flow will be representative of the total discharge.

¢. Where monitoring requirements for pH, di
permit, the values are generally reported

6. Types of Samples

a. Composite Sample: A "com
at least 100 ml, collected
proportioned by either t

ified in Part LA. The composite sample must be flow
{ or by volume as it relates to effluent flow at the

b. Geometric Mea metric mean of any set of values is the N root of the product of the individual
values where N i to the number of individual values. The geometric mean is equivalent to the antilogy
of the arithmetic*mican of the logarithms of the individual values. For purposes of calculating the geometric
mean, values of zero (0) shall be considered to be one (1).

¢. Weighted by Flow Value: Weighted by flow value means the summation of each concentration times its
respective flow divided by the summation of the respective flows.

8. Calendar Dav

A calendar day is defined as the period from midnight of one day until midnight of the next day. However, for
purposes of this permit, any consecutive 24-hour period that reasonably represents the calendar day may be used for
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9. Hazardous Substance

A hazardous substance means any substances designed under 40 CFR Part 116 pursuant to Section 311 of the Clean
Water Act.

10. Toxic Pollutant

A toxic pollutant is any pollutant listed as toxic under Section 307(a)(1) of the Clean Water Act

11. Significant Industrial User

Significant industrial user is a nondomestic user that: 1) is subject to Categorical nt Standards under
40 CFR 403.6 and 40 CFR Chapter I, Subchapter N; or 2) discharges an avera,
of process wastewater to a POTW (excluding sanitary, noncontact cooling

contributes a process wastestream which makes up five (5) percent or mo

treatment plant operation or violating any pretreatment standard

403 .8(D)(6)).

12. Chief of the NPDES Programs Branch

The Chief of the NPDES Programs Branch of EP
Programs Branch, WN-16J, 77 West Jackson B

ion 5 Office, NPDES
ephone: 312-353-5333,

cgion 5 is located at the

13. Acute Toxic Unit

nined from a whole effluent toxicity (WET) test
ated to be lethal to 50% of the test organisms.

Acute toxic unit (TU,) means 100/L
which produces a result that is st

nimum bioaccu

r a ficld-measu AF'st a BAF derived using the biota-sediment accumulation factor (BSAF)
methodology. minimum B rmation needed to define an inorganic chemical as a BCC, including an

organometal, is a ficld-meagnred BAF or a laboratory-measured bioconcentration factor (BCF).

15. Biosolids
Biosolids arc the solid, Sémisolid, or liquid residues generated during the treatment of sanitary sewage or domestic
sewage in a treatient works. This includes, but is not limited to, scum or solids removed in primary, secondary, or
advanced wastewater treatment processes and a derivative of the removed scum or solids.

16. Bulk Biosolids

Bulk biosolids means biosolids that are not sold or given away in a bag or other container for application to a lawn
or home garden.
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17. Chronic Toxic Unit

Chronic toxic unit (TU, ) means 100/MATC or 100/1C,s, where the maximum acceptable toxicant concentration
(MATC) and 1C,5 are expressed as a percent effluent in the test medium.

18. Class B Biosolids

Class B Biosolids refers to material that has met the Class B pathogen reduction requirements or equivalent
treatment by a Process to Significantly Reduce Pathogens (PSRP) in accordance with the Part 24 Rules. Processes
include acrobic digestion, composting, anacrobic digestion, lime stabilization and air drying.

19. Detection Level

Detection Level means the lowest concentration or amount of the target analyte t ig determined to be
different from zero by a single measurement at a stated level of probability.

20. ECs

ECs, means a statistically or graphically estimated concentration thaj xpected to cause 1 or morg fied effects

in 50% of a group of organisms under specified conditions.
21, ICys

IC,5 means the toxicant concentration that would cause a 25% reduction i biological measurement for

the test population.
22. Interference

Interference is a discharge which, alone or in conjunctig
1) inhibits or disrupts the POTW, its, tre

. its sludge processes, use or disposal; and

the POTW's discharge permit (including an increase in the
magnitude or duration of a vi age sludge use or disposal in compliance with the
following statutory provisio
regulations): the Solid
Conservation and Recove
plan prepared pur
Marine Protectig

ding Title II, more commonly referred to as the Resource
te regulations contained in any state sludge management

spreading biosolids or a biosolids derivative onto the land surface, injecting

ng into the soil so that the biosolids or biosolids derivative can either condition
stion grown in the soil.

24. LCs

LCs, means a statistically or graphically estimated concentration that is expected to be lethal to 50% of a group of
organisms under specified conditions.

25. Maximum Acceptable Toxicant Concentration

Maximum acceptable toxicant concentration (MATC) means the concentration obtained by calculating the
geometric mean of the lower and upper chronic limits from a chronic test. A lower chronic limit is the highest tested
concentration that did not cause the occurrence of a specific adverse effect. An upper chronic limit is the lowest
tested concentration which did cause the occurrence of a specific adverse effect and above which all tested
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concentrations caused such an occurrence.

26. Monthly Frequency of Analvsis

Monthly frequency of analysis refers to a calendar month. When required by this permit, an analytical result,
reading, value or observation must be reported for that period if a discharge occurs during that period.

27. NOAEL

NOAFEL means the highest tested dose or concentration of a substance that result in no observed adverse effect in
exposed test organisms where higher doses or concentrations result in an adverse effect.

28. Noncontact Cooling Water

Noncontact Cooling Water is water used for cooling which does not come into
intermediate product, by-product, waste product or finished product.

29. Nondomestic user

wastes from toilet, kitchen, laundry, bathing or other facilitics
30. Pretreatment

Pretreatment is reducing the amount of pollutants
propetties to a less harmful state prior to dischar
physical, chemical, or biological processes, process
pretreatment unless expressly authorized by an appl
category.

cnt Standard for a particular industrial

31. POTW

POTW is a publicly owne

32. Quantification Level

sent of the concentration of a contaminant obtained by using a specified
centration above the detection level. It is considered the lowest
t can be quantitatively measured using a specified laboratory

Significant Materials material which could degrade or impair water quality, including but not limited to:
raw materials; fuels; sol , detergents, and plastic pellets; finished materials such as metallic products; hazardous
substances designated utler Section 101(14) of Comprehensive Environmental Response, Compensation, and
Liability Act (CERCLA) (sce 40 CFR 372.65); any chemical the facility is required to report pursuant to Section
313 of Emergency Planning and Commmnity Right-to-Know Act (EPCRA); fertilizers; pesticides; and waste
products such as ashes, slag, and sludge that have the potential to be released with storm water discharges.

34. Weekly Frequency of Analvsis

Wecekly frequency of analysis refers to a calendar week which begins on Sunday and ends on Saturday. When
required by this permit, an analytical result, reading, value or observation must be reported for that period if a
discharge occurs during that period.
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Preventing Pollution is the Best Solution

The Environmental Protection Agency encourages yvou to consider pollution prevention alternatives. In some
cases pollution prevention may allow vou to avoid the need to discharge pollutants which would otherwise
require permit limitations -- or even avoid the need for permits altogether! Pollution prevention can:

Save Money

Reduce Waste

Aid Permit Compliance
Protect Our Environment
Improve Corporate Image
Reduce Liability

BEAREEAE

and national pollution prevention resources.
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